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TN N - e W N T TR e L 7
AssetID: 022 T~ stcﬂpiibn': openreach JUser: admin "‘ﬂs: Instrument: Seaward Apolio 500
. e e 29H-0095 ! |
Comments: = a | '
| Test Type_ Date Result _J'_I.lmt 1= Status
'Plug | 16/06/2023 2N oy i Pass
Flex 1600612023 - Pass
'Enclosure | 16/06/2023 Pass
'Environment 1 16/06/2023 Pass
'_Socg ) | 16/06/2023 - I Pass
Switch | 16/06/2023 Pass
Voltage | 16/06/2023 1230 v |Information
'Fuse -ﬁaﬁ.ng | 16/06/2023 10 .Amp ' Information
Insulation Voltage 16/06/2023 1500 v \Information
' Insulation 1 16/06/2023 1>19.99 ' MOhm |Pass |
' | = [Oversli:Pass | | | |
i
Asset ID: 023 | Description: home plug User: admin TestlnshunentSeawarqrr;Apalgﬂﬁm
29H-0095 | |
Comments: S | .
| |
Ll
Test Type 'Date | Result Unit | Status .
'Plug 16/06/2023 | e Pass
Flex ' 16/06/2023 ! | Pass
Endlosure 16/06/2023 ! ]  Pass
| Environment 16/06/2023 : Pass
Socke o a— poss
' Switch 16/06/2023 Pass
Voltage | 16/06/2023 1230 v ' Information
'Fuse Rating i 116/06/2023 I3 | Amp | Information
' Insulation Voltage | 16/06/2023 1500 v | Information
Insulaton | 16/06/2023 '>19.99 ~ MOhm Pass
OveralkPass [ | |
| Asset ID: 024 ‘Description: cooker hood = Tl:lsar: admin "'T‘éstihsu-umémfs'eawanihpdb 500
r 29H-0095 |
iComments: FinTE il [T . !
| |
: i I
| ALl S § o
TestType \Date  Result | Unit | Status 1 | a‘
Plug 16/06/2023 | Pass
Flex | 16/06/2023 ’ " Pass
'Enclosure 1 16/06/2023 |  Pass |
' Environment | 16/06/2023 Pass
Socket | 16/06/2023 Pass
Switch 16/06/2023 Pass
Voltage | 16/06/2023 1230 v ' Information
'Fuse Rating | 16/06/2023 3 ' Amp ' Information
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From: 06/06/2023 To: 20/06/2023

| Insulation Voltage | 16/06/2023 [ 500 [v [ Information
' Insulation | 16/06/2023 '>19.99 ' MOhm 'Pass
| | o L R
Asset ID: 025 | Description: oven | User: admin | TestInstrument: Seaward Apollo 500
. | 29H-0095
Comments: i : iy
Test Type ) j B _Da_t? ___: a __ 'Result B  Unit _ §—tat1]s 2 -
Plug 16/06/2023 Pass
Flex | 16/06/2023 ' ' | Pass
'Enclosure | 16/06/2023 ' ' 'Pass
' Environment | 16/06/2023 ‘ ' ' Pass - -
'Socket | 16/06/2023 ' ' |Pass
' Switch | 16/06/2023 ' ' 'Pass
Voltage | 16/06/2023 1230 v ' Information
Fuse _Raing' | 16/06/2023 (3 .Amp  Information
' Insulation i}bl!zge | 16/06/2023 ‘ 500 v [ Information B
Insulation | 16/06/2023 '>19.99 'MOhm Pass
| [OveraltiPess
Asset ID: 026 | Description: fridge freezer | User: admin | TestInstrument: Seaward Apolio 500
; 29H-0095 I
Comments: i A" - Z
Test Type | | Date  Result | unit Status |
Eiug_ | 16/06/2023 ‘ B 'Pass . -
Flex | 16/06/2023 ' ' Pass
Enclosure 1 16/06/2023 [ [ | Pass
| Environment | 16/06/2023 ' ' Pass
' Socket | 16/06/2023 ' ' 'Pass
‘Switch | 16/06/2023 ' ' 'Pass
' Voltage | 16/06/2023 1230 v ' Information
' Fl._léé_ﬁaﬁng | 16/06/2023 [3 ‘A_mp 'Information
' Inst.'l'l'aiEn-V-o'lhge | 16/06/2023 1500 v ' Information
Insulation | 16/06/2023 '>19.99 | MOhm Pass

Asset ID: 027 ' Description: lamp ST ‘Useradmin Test Instrument: Seaward Apolio 500
29H-0095

Comments: AEiTFi e n e e ) ok =k |
_Tgr}pe Date ' Result _.I"ljl'lit | Status |
Plug | 16/06/2023 ' ' Pass a

Flex | 16/06/2023 ' ' Pass

'Enclosure 1 16/06/2023 ' ' Pass

'Environment 16/06/2023 ' ' Pass

' Socket | 16/06/2023 ' ' | Pass

Switch 16/06/2023 ' ' | Pass
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Voltage 116/06/2023 1230 v ' Information
Fuse Rating 116/06/2023 3 ) ' Amp | Information
Insulation Voltage 1 16/06/2023 1500 v ' Information | ' |
Insulatlon ' 16/06/2023 |>19.99 ' MOhm Pass
' ' [OveraitPass | [ T |
|
' Asset ID: 028 | Description: mixer | User: admin [ Test InsmmenLSeawardApdb 500 |
‘ |20H-0095 | '
QGomments: " - I |
|
|
. |
iTest Type _TEam —iREIH- 3 _ j—_ . ' Unit Status _; | | . | i
| Plug 16/06/2023 'F'ass
Flex ~116/06/2023 o Pass
'Enclosure | 16/06/2023 |Pass (i
| Environment 1 16/06/2023 ' Pass
' Socket | 16/06/2023 | ' Pass |
ISwiE | 16/06/2023 Pass
voltage ' 16/06/2023 [230 v ' Information
| Fuse Ratlng 1 16/06/2023 B 'Amp ' Information i
Iﬁ;uTé_f[am Voltage | 16/06/2023 1500 v ' Information
' Insulation 160062023  >19.99 MOhm | Pass |
| . [ER fovemitiPass | 1 [ |
Asset ID: 029 | Description: blender User: admin ‘Twimmgmgﬁmbﬁm i
i 20H-0095 ' !
'Comments: - :i |
. I ;
| |
. |
| 3 ; o2l ‘
TestType Date 'Result 1 lUnit Status _|
Pug 160062023 | STl Pass N
Flex | 16/06/2023 'Pass
'Enclosure 1 16/06/2023 3 ' Pass
Environment " 116/06/2023 'Pass |
Socket = _.161'06:‘@3 Pass- '
' Switch 1 16/06/2023 ' Pass |
Voltage 116/06/2023 1230 v | Information
Fuse Raﬁ'ng 1 16/06/2023 10 Amp ' Information
Insulation Voltage | 16/06/2023 1500 v | Information
Insulation | 16/06/2023 '>19.99 el ' MOhm 'Pass
|OveraltPass | | |
|
Asset ID: 030 Jbescriptt_on:;ff_ee machine o g | User: admin | Test inslrumerit':?%ewa_rd_ﬁbd'lb 500 |
| 29H-0095 :
‘Comments: = 2 A oy ‘
it
At
Test Type _[pate  Resut Unit Status |
Plug 16/06/2023 Pass
Flex | 16/06/2023 Pass ]
Enclosure 116/06/2023 Pass
'Environment | 16/06/2023 Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com
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Test Status: All, Test Type All R L e
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023
Socket 16/06/2023 Pass -
' Switch 1 16/06/2023 ' Pass
Voltage | 16/06/2023 1230 v | Information
'Fuse Rating | 16/06/2023 110 Amp | Information
' Insulation Voltage | 16/06/2023 1500 v | Information
Insulation | 16/06/2023 '>19.99 ' MOhm | Pass
7 R
Asset ID: 031 ' Description: kettle User: admin Test Instrument: Seaward Apolio 500
| 29H-0095
Comments: '
Test Type ' Date 'Result Unit | status
Plug | 16/06/2023 - [ Pass N
Flex | 16/06/2023 'Pass
éﬁcioéure ' 15)06?2623 . Pass
Environment | 16/06/2023 'Pass
Socket | 16/06/2023 - - ~ Pass -
Switch | 16/06/2023 'Pass
Voltage | 16/06/2023 1230 v Information
' F@Eaﬁng 1 16/06/2023 3 'Amp  Information
Insulation Voltage | 16/06/2023 1500 v ' Information
Insulaton | 16/06/2023 '>19.99 | MOhm | Pass
| | [l M GRRLE R e
|Asset ID: 032 | Description: toaster | User: admin ' TestInstrument: Seaward Apolio 500
| 29H-0095 .
Comments: 0 - 73
|
Test Type Date Resutt ~ [unit | Status :
Plug | 16/06/2023 [ ‘ T Pass
' Flex | 16/06/2023 ' Pass
' Enclosure | 16/06/2023 Pass
' Environment 16/06/2023 | Pass
Socket | 16/06/2023 | Pass
Switch | 16/06/2023 Pass
Voltage | 16/06/2023 1230 v Information
Fuse Rating | 16/06/2023 3 Amp Information
Insulation Voltage | 16/06/2023 1500 v Information
Insulation ) | 16/06/2023 '>19.99 | MOhm |Pass
| |Ovecapass T T
Asset ID: 033 | Description: microwave | User: admin ' TestInstrument: Seaward Apolio 500
. Py 3 | 29H-0095 Ty
| Comments:
— - = e e e N e 2
Test Type Date 'Result Unit ' Status
'Plug 1 16/06/2023 ' ' Pass -
Flex | 16/06/2023 Pass
Enclosure ' 16/06/2023 Pass

John Mutch Buildi
Tel:

Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
ng1224861959 Email: service@johnmutch.com
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Test Status: All, Test Type All PRy S
Person: All, Instrument
From: 06/06/2023 To: 20;‘06!2023

'Environment 16/06/2023 ' 'Pass

' Socket 116/06/2023 ' ' Pass

Switch | 16/06/2023 “ ' ' Pass |
Voltage 116/06/2023 230 v Information

Fuse Rating 1 16/06/2023 3 ' Amp ' Information

Insulation Voltage ' | 16/06/2023 1500 [v ' Inforrnatlor: |
Insulation | 16/06/2023 '>19.99 ' MOhm ' Pass

-

'Localion. flat ' a1 - i I
Asset ID: 001 ‘Déscription: lamp BE User: admin 2 ‘Testlnsﬁnwntf&eaward | Apollo 500 |
_ & 3 = _ e, s 2000005 | | | |
' Comments: | |
|
|
Test Type Date Result Unit ~ Status | |
Plug | 16/06/2023 | Pass
Flex | 16/06/2023 | “ | Pass I
'Enclosure | 16:‘66!2_023 ' - 'Pass |
'Environment " 16/06/2023 ‘ [ 1 | Pass i [
' Socket ' 16/06/2023 ' ' 'Pass
Switch 1 16/06/2023 . ' 'Pass
-V_ollaga N | 16/06/2023 [ 230 v | Information
' Fuse Rating | 16/06/2023 15 _ ' Amp ' Information |
| Earth Continuity | 16/06/2023 1<0.010 'ohm | Pass |
Insulation Voltage | 16/06/2023 | 500 ['v ' Information
j Insulallcn ) ~ 116/06/2023 |>19.09 MOhm | Pass |
_
Asset ID: 002  Description: lamp 7 S ‘ User: admin | Testinstrument: Seaward Apolio 50
| | 20H-0095 ” l'— =
o [
|
. I
TestType Date ~ Result —[% Status i | I | '
Plug 16/06/2023 [ Pass
Flex | 16/06/2023 ’ ' 'Pass
'Enclosure | 16/06/2023 ' ' 'Pass
' Environment [ 16!56@ ' N [ [ Pass
' Socket 1 16/06/2023 ' el | Pass
Switch 16/06/2023 ' ' Pass
Voltage 116/06/2023 1230 v ' Information |
! Fuse Rating | 16/06/2023 [13 ' Amp ‘ Information
Earth Continuity | 16/06/2023 10,03 | ohm 'Pass |
Insulation Voltage | 16/06/2023 1500 v Information
Insulation 1 16/06/2023 '>19.99 ' MOhm ' Pass _
' |Overall:Pass | || ||
Asset ID: 003 ' Description: lamp \User: admin ‘ TestInstrument: Seaward Apollo 500
b s o = PN e VT T - el Sl | g1 |
Comments: |

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com




Detailed Latest Test Results SEAWARD Tuesday, 20. June 2023 833

Test Status: All, Test Type: All
Person: All, Instrument: All
From: 06/06/2023 To: 20!06:‘202_3

Test Type 'Date 'Result CJunit status - g
Plug 16/06/2023 Pass
Flex | 16/06/2023 ' “  Pass - -
'Enclosure | 16/06/2023 ' ' 'Pass
'Environment ‘ 16/06/2023 ‘ | ' Pass
' Socket | 16/06/2023 ' ' ' Pass
' Switch | 16/06/2023 ' ' ' Pass
Voltage 1 16/06/2023 1230 v | Information
 Fuse Rating 16/06/2023 13 ' Amp Information
| Earth Continuity | 16/06/2023 0,07 [ ohm | Pass
Insulation Voltage | 16/06/2023 500 v ' Information
Insulation | 16/06/2023 '>19.99 ' MOhm 'Pass
Tnaan T T
AssetID:004 | Description:lamp [L_Jser. admin ] Test Instrument: Seaward Apolio 500
29H-0095

o -, S ) P R TR i F L
ITesl Type " Date ~Result  unit Status

Plug | 16/06/2023 ' Pass o -
Flex 1 16/06/2023 ‘ [ 'Pass

Enclosure | 16/06/2023 ' ' | Pass

Environment | 16/06/2023 ' ' 'Pass

Socket | 16/06/2023 ' ' 'Pass

Switch | 16/06/2023 ' ' ' Pass

Voltage - - | 16/06/2023 1230 v | Information
Fuse Rating | 16/06/2023 (13 Amp Information

Earth Continuity | 16/06/2023 0.1 ohm Pass

Insulation Voltage | 16/06/2023 1500 v  Information

Insulation | 16/06/2023 '>19.99 MOhm |Pass

_ |
| Asset ID: 005 ' Description: lamp | User: admin Test Instrument: Seaward Apollo 500
29H-0095

Cornmenfs: n o . o i

Test Type 'Date 'Result ~ funit  [status == e
'Plué S— - | 16/06/2023 [ ‘ | Pass - o
Flex | 16/06/2023 ' ' Pass

Enclosure | 16/06/2023 ' 'Pass

'Environment | 16/06/2023 ' Pass
' Socket | 16/06/2023 ' ' Pass
' Switch | 16/06/2023 ' ' 'Pass
Voltage | 16/06/2023 1230 v Information
'Fuse Rating | 16/06/2023 10 Amp ' Information
Insulation -Voltage | 16/06/2023 1500 v ' Information
Insulation | 16/06/2023 '>19.99 ' MOhm 'Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com
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| Asset ID: 006 LDesoriptlbnf lamp D ‘ User: admin y ?atlnstrunént‘i-SeawardﬁpdbﬁOO
20H-0095 J
Comments: W 41 N i ' i i
| ;
|
! ]
_‘Es; Ty!'x_a - ]Eta ___ L Result Unit ] Status | | (58
Plug 16/06/2023 | Pass
'Flex B .16306!2023 B ‘Pass- = [
'Enclosure | 16/06/2023 'Pass |
|Environment 1 16/06/2023 |Pass
' Socket 116/06/2023 Pass
' Switch 1 16/06/2023 Pass
Voltage 1 16/06/2023 1230 v | Information
'Fuse ﬁéﬁng | 16/06/2023 10 ' Amp ' Information
' Insulation Voltage | 16/06/2023 | 500 v Information |
Insulation | 16/06/2023 '>19.99 ' MOhm Pass
B " (OversitPass | i 1|
|AssetID: 007 Description: 4 way ext bedroom _‘Us_er: admin £ _@Ins&umemﬁeawardhp_dbsm
|29H-0095 '
Comments: ERIN i |
|
|
 Test Type _ Da_t_a:___ ) l R_mfi;it_' g Unit P TS]Stus | B8 |
Plug | 16/06/2023 Pass
Flex 1 16/06/2023 i 'Pass | |
Enclosure 1 16/06/2023 'Pass |
'Environment ‘ 16/06/2023 i Pas_s
Socket | 16/06/2023 'Pass
' Switch 116/06/2023 | Pass
Voltage 1 16/06/2023 1230 v ' Information
'Fuse Rating | 16/06/2023 10  Amp | Information
Insulation Voltage | 16/06/2023 500 v ' Information |
Insulation | 16/06/2023 >19.99 | MOhm Pass
Overal:Pass | | |
Asset ID: 008 | Description: 4 way ext bedroom | User: admin "Testlnsmnent’s«aamrd-'" o 500
29H-0095
Comments: Ea ar 5 3 i | |
|
e : — S| AT 00
Test Type 'Date 'Result Unit Status i
Plug  16/06/2023 i 1= Pass S | i
Flex 1 16/06/2023 'Pass
'Enclosure 116/06/2023 'Pass
'Environment | 16/06/2023 Pass
' Socket 1 16/06/2023 'Pass
' Switch 1 16/06/2023 Pass
Voltage | 16/06/2023 230 Vv ' Information
'Fuse Rating | 16/06/2023 10 ' Amp | Information
'Earth Continuity 116/06/2023 10.01 ‘ohm | Pass
Insulation Voltage | 16/06/2023 1500 v Information

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

Tel: 01224861999 Email: service@johnmutch.com
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Insulation | 16/06/2023 '>19.99 ' MOhm | Pass

) | - | - PEsteET T memean|

Asset ID: 009 | Description: 4 way ext bedroom User: admin Test Instrument: Seaward Apollo 500
_ | 29H-0095

r.‘.omments: = R e

|

W- - iDate iResuIl | Unit Status |

Plug 116/06/2023 | ' Pass -

Flex | 16/06/2023 Pass

Enclosure | 16/06/2023 ' Pass

Environment | 16/06/2023 Pass

‘Socket | 16/06/2023 Pass

Switch | 16/06/2023 | Pass -

Voltage 16/06/2023 1230 v ' Information '

'mﬂaﬁng T ‘ 16/06/2023 13 -Amp Ilnforrnation

Insulation Voltage | 16/06/2023 500 v | Information

\Insulation 1 16/06/2023 >1999 ' MOhm 'Pass

Insuiation _ _ _

Asset ID: 010 d Descnm?he;ter |User: admin | TestInstrument: Se_aTard_Apdm'

_ |_ 29H-0095 o

Comments: Ly = TPl Lo

Test Type 'Date ~ Resut ~ unit | status -

Plug | 16/06/2023 B o ' ' Pass o -

Flex | 16/06/2023 'Pass

Enclosure | 16/06/2023 | Pass

Environment | 16/06/2023 'Pass

Socket | 16/06/2023 ' Pass

Switch 1 16/06/2023 'Pass

Voltage | 16/06/2023 1230 v | Information

|Fuse ﬁaﬁng | 16/06/2023 10 'Amp | Information h

Insulation Voltage | 16/06/2023 1500 Y, [ Information

Insulation 16/06/2023 >19.99 MOhm Pass

| Asset ID: 011 | Description: lamp |User: admin ' TestInstrument: Seaward Apolio 500

| | 29H-0095

Comments: 2 - LR B ST e T e £

Li’es?fype Date - Tl!-ashlt jUnit _—[giqa:tus o

Plug 16/06/2023 Pass

Flex | 16/06/2023 'Pass

Enclosure 16/06/2023 'Pass

Environment . 16/06/2023 -Pass

Socket | 16/06/2023 Pass

Switch | 16/06/2023 | Pass

Voltage | 16/06/2023 1230 v Information

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel’:‘gﬂmsﬂas Email: service@johnmutch.com
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Fuse Rating 16/06/2023 13 Amp \Information
Insulation Voltage 1 16/06/2023 1500 v | Information
Insulation 16/06/2023 >19.99 'MOhm Pass
OveraliPass | | ]
| Asset ID: 012 | Description:lamp ~ |useradmin 3 —lenmiﬁn”s_e{mr@ lo 500
29H-0095 | r\pd
EPE s - la. - L SRS o el = - uE : =
|'{.‘A::arnmeim.s: ! ‘ !
| | !!l
| o L e <]
TestType | Date 'Result  Unit | Status | [ ' l
| Plug 16/06/2023 Pass
'Flex ~16/06/2023 1 'Pass
'Enclosure 116/06/2023 - 1T Pass
'Environment 116/06/2023 EN |Pass |
'Socket - | 16/06/2023 ‘Pass
'Switch 1 16/06/2023 'Pass
Voltage - | 16/06/2023 1230 v | Information
Fuse Rating | 16/06/2023 13 ~ Amp Information i
'Earth Continuity 1 16/06/2023 <0010 ‘ohm Pass |
Insulation Véltége | 16/06/2023 500 v ~Information
' Insulaton ‘ 16/06/2023 >19.99 = ' MOhm 'Pass
[overaitPass | | ]
| Asset ID: 013 Jbescﬁpii&?a?np 1 2 User: admin | TestInstrument: Seaward Apollo 500
29H-0095 _
Comments: T i o i | il
L | |
Test Type Date Result Unit Status Il i
Plug 16/06/2023 Pass
| Flex | 16/06/2023 Pass
_Enclosure | 16/06/2023 Pass
' énvironment ' 16/06/2023 Pass
' Socket 1 16/06/2023 Pass
' Switch 1 16/06/2023 'Pass
Voltage | 16/06/2023 1230 v Information
Fuse _Ii-ating ' 16/06/2023 [13 ‘Arnp [ Information
| Earth Continuity | 16/06/2023 |<0.010 | ohm [Pass
Insulation Voltage 116/06/2023 1500 v Information
\Insulation | 16/06/2023 '>19.99 ' MOhm | Pass
Overall:Pass | | |
'Asset ID: 014 _Es:‘.‘.ription: lamp ‘ User admin _rl'e_st Instrument: Saaward J_kpolb 500
29H-0095 1 |
| Comments: ¥ s ) PN - i
]
Ll AN oo e d = o Eal ik |
Test Type ~ pate |Result ) Unit  Status i N
Plug 1 16/06/2023 Pass
Flex | 16/06/2023 Pass
'Enclosure 1 16/06/2023 Pass

John Mutch Buildi
Tel

&

Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

1224861999 Email: service@johnmutch.com




Detailed Latest Test Results SEAWARD Tuesday. 20. June 2023 8:32

Test Status: All, Test Type: All i M G
Person: All, Instrument: All
From: 06/06/2023 To: 20_!06:"2{}_23

Environment 16/06/2023 ' | Pass
' Socket | 16/06/2023 ' - ' Pass o
Switch | 16/06/2023 ' ' | Pass
'Voliage | 16/06/2023 1230 v Information
Fuse Rating 1 16/06/2023 10 ‘a_l\mp ' Information
Insulation Voltage ' 16/06/2023 1500 v ' Information
Insulation - 1 16/06/2023 1>19.99 ' MOhm | Pass |
AssetID: 015 | Description: hoover | User: admin | Test Instrument: Seaward Apolio 500 |
_ | 29H-0095
Comments: - =l
|
B om0 ST e T e L e et B b iR !
Test Type Date LResul_t_ |Unit Status |
Plug 16/06/2023 Pass
Flex | 16/06/2023 [ [ | Pass
Enclosure | 16/06/2023 ' ' 'Pass
Environment | 16/06/2023 ' ' | Pass
Socket | 16/06/2023 ' I Pass
Switch | 16/06/2023 ' ' | Pass -
Voltage | 16/06/2023 1230 v Information -
'FuseRatng 1 16/06/2023 E ' Amp ' Information
Insulation Voltage | 16/06/2023 1500 v ' Information
Insulation | 16/06/2023 '>19.99 ' MOhm 'Pass
| Asset ID: 016 "~ |Description: xmas lights Wu;an admin | Testinstrument: Seaward Apolio 500
I 29H-0095
 Comments: ML b 1 - . e ] I
| Em— . —
Test Type Date 'Result Unit | Status
Plug  16/06/2023 ' . Pass
Flex 1 16/06/2023 ' “ ' Pass
Enclosure | 16/06/2023 [ ' | Pass
Environment | 16/06/2023 [ [ | Pass
' Socket | 16/06/2023 ' ' 'Pass o
' Switch | 16/06/2023 ' ' 'Pass
'Voltage - | 16/06/2023 1230 v Information -
Fuse Rating | 16/06/2023 13 | Amp ' Information
| Earth Continuity | 16/06/2023 <0010 'ohm 'Pass
Insulation Voiége | 16/06/2023 1500 v ' Information
' Insulation | 16/06/2023 '>19.99 ' MOhm Pass
' [OversitiPass.
Asset ID: 017 | Description: xmas lights s | User: admin Test Instrument: Seaward Apollo 500
| 20H-0095
i(_fomments: i T S . Rl : B = LT T :

John Mutch BuiFding Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com
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From: 06/06/2023 To: 20/06/2023
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!Iesi Type ]Data s | Result . _'m Status = = L
| Plug 16/06/2023 Pass
Flex | 16/06/2023 Pass =1
Enclosure [ 16/06/2023 Pass
'Environment [ 16/06/2023 Pass |
'Socket 1 16/06/2023 Pass
' Switch 1 16/06/2023 e Pass
Voltage 1 16/06/2023 1230 v  Information
Fuse Rating 16/06/2023 13 | Amp ' Information
Earth Continuity | 16/06/2023 10.02 "ohm Pass |
| Insulatlon Voltage 16!06!2023 I 500 v | Information |
Insulatlon 1&0&?2_(]_25 ‘7959 | MOhm Pass
| OveraltPass | | ||
Asset ID: 018 ' Description: hoover 7 | User: admin | TestInstrument: Seaward Apolio 500
| i =i} 20H-0095 ] Gk J
| Comments: | | [
l .
: | ‘
Ed I
Test Type Date Result Unit | Status 1
'Plug | 16/06/2023 Pass
| Flex 116/06/2023 ) Pass
'Enclosure 1 16/06/2023 | Pass
-Enirlronment = | 16/06/2023 Pass
Socket ' 16/06/2023 Pass |
Switch | 16/06/2023 Pass
Voltage 1 16/06/2023 1230 v ' Information |
'Fuse Rating | 16/06/2023 E ' Amp Information
Insulation %I-tége 1 16/06/2023 1500 v Information |
Insulation h16}66ff23 |>1999 'MOhm |Pass i |1
AssetID: 019 "‘ﬁescﬁpuon: hoover ‘User: admin TestInstrument: SeawardApdla 500 |
29H-0095
Comments: . s i T T
|
."rEst Type : Date ~ |Resut Unit | Status | —
Plug 16/06/2023 ] (i Pass M
|Flex 1 16/06/2023 ' Pass
Enclosure | 16/06/2023 ' Pass
I Environment ! 16/06/2023 N . Pass
' Socket 116/06/2023 'Pass |0
' Switch "~ 16/06/2023 Pass
Voltage 1 16/06/2023 1230 v Information |
Fuse Rating | 16/06/2023 E ' Amp ' Information
' Insulation Voltage 1 16/06/2023 1500 v ' Information
' Insulation 1 16/06/2023 '>19.99 ' MOhm 'Pass
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Test Status: All, Test Type: Al N
Person: All, Instrument: All
From: 06/06/2023 To 20!06/2023
[AssetID: 021 | Description: hub N | User: admin | TestInstrument: Seaward Apolio 500 |
! ' |29H-0095 _
ﬁommems: ) o i e
L il . i A=bal AL RS sl 18
Test Type Date | Result |Un|t i _|Sﬁus —
Plug 16/06/2023 Pass
Flex  16/06/2023  Ppass
Enclosure 16/06/2023 Pass
Environment ' 16/06/2023 Pass
Socket | 16/06/2023 Pass
Switch | 16/06/2023 Pass
Voltage | 16/06/2023 1230 v | Information
Fuse Rating 1 16/06/2023 '3 ' Amp | Information -
Insulation Voltage | 16/06/2023 1500 v ' Information
Insulation | 16/06/2023 >10.99 MOhm | Pass
Asset ID: 035 | Description: fridge User: admin Test Instrument: Seaward Apolio 500
| 26H-0095
‘Camments = R - =
! |
Test Type | Date 'Result | Unit | Status '
Plug 1 16/06/2023 1 1 ' Pass -
Flex | 16/06/2023 'Pass
Enclosure | 16/06/2023 Pass
Environment | 16/06/2023 | Pass
Socket | 16/06/2023 |Pass
Switch | 16/06/2023 'Pass
Voltage ' 16/06/2023 1230 [v | Information
Fuse Rating | 16/06/2023 [13 | Amp | Information
Earth Continuity 1 16/06/2023 0,06 "ohm 'Pass
Insulation Voltage | 16/06/2023 1500 v Information
Insulation | 16/06/2023 '>19.99 ' MOhm | Pass
a _
| Asset ID: 037 | Description: iron | User: admin  Test Instrument: Seaward Apdlo500
JCS LESNY . T |29H-0095 |
Comments
Test Type 'Date | Result " Unit | status N I
Plug 1 16/06/2023 1 ' Pass '
' Flex | 16/06/2023 Pass
'Enclosure | 16/06/2023 Pass
"Environment | 16/06/2023 'Pass
' Socket | 16/06/2023 Pass
' Switch | 16/06/2023 Pass
' Voltage | 16/06/2023 1230 v 'Information
Fuse Rating | 16/06/2023 [13 | Amp ' Information
| Earth Continuity 16/06/2023 10.04 ‘ohm Pass

John Mutch Buildin:
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Test Status: All, Test Type: All Bl L
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023
Insulation VGIEge 16/06/2023 1500 _ Vv Information | |
\Insulation 116/06/2023 '>19.99 ' MOhm |Pass
Asset|D:038 l Description: washing machine lUset admin L ‘Testlnsmmern:'SeawaTd“'hbdbsm
29H-0095 _ ¥
‘EoﬁhTeE persie e e X
|
|
TestType  [Date  [Resut Unit Status _ 1]
Plug 16/06/2023 | Pass
Flex ' 16/06/2023 e Pass
jEnclosute | 16/06/2023 ' Pass
'Environment 1 16/06/2023 Pass
' Socket | 16/06/2023 Pass
' Switch 1 16/06/2023 ' Pass
Voltage 1 16/06/2023 230 Vv Information
'Fuse Rating 1 16/06/2023 3 ' Amp Information
Insulation \;oﬁag_]e 16/06/2023 1500 v | Information
\Insulaion 116/06/2023 '>19.99 ' MOhm | Pass
|
"Assetlt'): 039 | Description: tumble dryer g Tl]s_e?aan?in_ RET ‘TéstlnsTwnTnLSéawarci o 500
: | B I I |
| Comments: =57 oy | ll
| | '
| |
Test:rype - ' “|"Date Result - Init ! Status | |-
Plug 16/06/2023 ' ' 'Pass
'Flex | 16/06/2023 | Pass |
‘Enclosure 16/06/2023 B i | Pass
'Environment | 16/06/2023 ' ' Pass
'Socket | 16/06/2023 Pass
' Switch | 16/06/2023 Pass |
Voltage 116/06/2023 1230 Vv ' Information
'Fuse Raﬁng ' 16/06/2023 '3 ' Amp | Information
Insulation Voltage ~16/06/2023 1500 v | Information
Insulation | 16/06/2023 '>19.99 ' MOhm Pass
Asset ID: 040 ‘Déscﬁpﬁ‘bn: lamp iUser: admin | TestInstrument: Seaward/Apollo 500 |
i 20H-0095 ] |
Comments: | ‘
&
ﬁist"r'ype Date  [Resut | Unit Status N, L - ! | |
Plug | 16/06/2023 | Pass
Flex 1 16/06/2023 ' ' Pass
' Enclosure 16/06/2023 Pass
' Environment ' 16/06/2023 Pass 1
'Socket 116/06/2023 Pass
' Switch | 16/06/2023 Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
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Voltage 16/06/2023 1230 Vv Information
'Fuse Rating | 16/06/2023 s | Amp Information i
Insulation Voltage | 16/06/2023 1500 v | Information
Insulation 16/06/2023 '>19.99 MOhm | Pass
e R i
Asset ID: 041 iDescﬁption: 4 way ext bedroom | User: admin | TestInstrument: Seaward Apolio 500
. 20H-0095
| Comments: y '
Test Type | Date ~ [Resut  Tunit  [Status
Plug 16/06/2023 Pass
Flex | 16/06/2023 Pasa
“Enclosure ' 16f06a’2023 _Pass
'Environment | 16/06/2023 'Pass -
'Socket 1 16/06/2023 N N 'Pass
Switch | 16/06/2023 Pass
'Vovétage ' 16!06% '230 LY ‘ Information
'Fuse Rating 1 16/06/2023 13 ' Amp ' Information
'Earth Continuity | 16/06/2023 '<0.010 "ohm | Pass
Insulation Voltage 1 16/06/2023 1500 v | Information
Insulation | 16/06/2023 '>19.99 ' MOhm Pass .
Oversi:Pass
'Asset ID: 042 | Description: lamp User: admin | Test Instrument: Seaward Apdm
| 20H-0095
Comments: L = = ,
Test Type _ Data__ | Result - | Unit = - _|Status
Plug 16/06/2023 Pass
| Flex | 16/06/2023 'Pass
Enclosure | 16/06/2023 |Pass
| Environment . 16}'06!2623 1 Pass
'Socket | 16/06/2023 'Pass
| Switch | 16/06/2023 | Pass
Voltage 1 16/06/2023 1230 v ' Information
'Fuse Rating 1 16/06/2023 13 ' Amp | Information
'Earth Continuity | 16/06/2023 007 ‘ohm 'Pass
| Insulation Voltage | 16/06/2023 1500 v ' Information
' Insulation ' 16/06/2023 '>10.99 ' MOhm Pass
[Overalt-Pass
Asset ID: 043 ' Description: lamp i User: admin . TestInstrument: Seaward Apolio 500
I | 20H-0095
Comments: el - s e & | '}
Test Type : | Date ' Result ' Unit Status B
Plug | 16/06/2023 [ [ " Pass
Flex 1 16/06/2023 Pass

John Mutch Buildin
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Test Status: All, Test Type: All S s
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023
'Enclosure | 16/06/2023 Pass
W&nt . 16!06!2T]23 ] _ Pass I S
'Socket | 16/06/2023 ! D Pass ]
' Switch 1 16/06/2023 'Pass
Voltage 16/06/2023 230 v  Information
| Fuse Rating ~ 16/06/2023 [13 ' Amp ' Information
' Insulation Voltage 1 16/06/2023 - 1500 v " Information
'Insulation 116/06/2023 '>19.99 ' MOhm 'Pass e
Ooveraltpess ] ] 1|
‘_Asset ID: 044 Description: lamp e User: admin - Test Instrument: Seaward Apolio 500
29H-0095
‘Gomments: ? -I : | W __‘
| | |
| !
Test Type Date Result Unit Status ' 1=
Plug 16/06/2023 : = ) 'Pass == 1
Flex ' 16/06/2023 ' Pass 1T 1
Enclosure 16/06/2023 V' = _ "1 T T oEib Pass |
Environment 3 | 16/06/2023 " Pass
‘Socket | 16/06/2023 Pass
Switch 1 16/06/2023 Pass I
Voltage o 116/06/2023 1230 v ' Information
|Fuse Rating | 16/06/2023 [13 | A-mp_ | Information
' Insulation Voltage 16/06/2023 1500 v Information '
\Insulation 16/06/2023 '>19.99 | MOhm ‘Pass
| Asset ID: 136 | Description: 3 way ext User: admin | TestInstrument: Seaward Apolio 500 |
| | 29H-0095 i
Comments: g o a8 -I i_ ‘
| .
. <l
TestType |Date Resut  [Unit [saws il
Plug 16/06/2023 Pass
| Flex 116/06/2023 ' 'Pass
'Enclosure 116/06/2023 Pass
'Environment 116/06/2023 'Pass
' Socket | 16/06/2023 'Pass
' Switch 116/06/2023 Pass
Voltage | 16/06/2023 1230 v 'Information
‘Fuse hating | 16/06/2023 13 ' Amp ' Information
'Earth Continuity 1 16/06/2023 008 | ohm 'Pass
Insulation _V_oltage | 16/06/2023 1500 v ' Information
Insulation ' 16/06/2023 '>19.99 'MOhm |Pass
OveraliPass | | ]|
Total Tests: 42 2
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