4 Detailed Latest Test Results SEAWARD Tuesday, 20. June 2003 829

Test Status: All, Test Type: All B o
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023

Si 37 ! e SR Gl e, ' Shiaw Hiel o aREeEY ' £ .
 Asset ID: 002 Description: lamp it [User: admin 5 Testlnstrunem:']SeswafdirpoleDO '
, Bated 20H-0005
' Comments: o I '

o)
= 4l
Test Type Datet  Result ‘Unit ] Status (]
'Plug 16/06/2023 i Pass T
Flex 116/06/2023 i & 'Pass — 1
| Enclosure 1 16/06/2023 ' [ |Pass 1 -
|Environment 1 16/06/2023 ’ ' 'Pass
Socket 116/06/2023 | ' 'Pass
‘Switch 1 16/06/2023 “ ' 'Pass
Voltage 116/06/2023 1230 v ' Information
'Fuse h_atﬁ'ng ' 16/06/2023 [13 'Amp " Information
'Earth Continuity 116/06/2023 1003 ‘ohm Pass |
| Insulation V_o!tz;ge | 16/06/2023 | 500 BY; | Information
' Insulation | 16/06/2023 1>19.99 ' MOhm ‘Pass
|
Asset ID: 003 | Description: lamp F User: admin _ ‘?astme_nfmrd lo 500 .
29H-0095 _
Comments: Y - i
e e e L - == e e e e e l
Test Type 3 Date Result ~ unit  IStatus n | | |
Plug 16/06/2023 Pass
'Flex | 16/06/2023 ' “ |Pass | 1 |
'Enclosure - 1 16/06/2023 ' ' | Pass
| Environment | 16/06/2023 ‘ [ | Pass
|Socket | 16/06/2023 ' ' | Pass
' Switch 1 16/06/2023 ' ' | Pass |
'Voltage ' 16/06/2023 1230 v | Information
'Fuse Rating 1 16/06/2023 10 Amp ' Information
Insulation Voltage 1 16/06/2023 1500 v ' Information
nsulation | 16/06/2023 '>19.99 . ' MOhm Pass
Asset ID: 004 Description: 4 way ext ' User: admin | Test Instrument: Seaward/Apolio 500 |
a3 R ) N B o200es ) ._.t =
Comments: | | |
|
[ B i e S RS RN r Gdinn i LIS J 3 T |
Test Type = _Ba_te ~ Result _ ~ Unit N ]Stalus B B L
Plug 16/06/2023 o Pass
'Flex 1 16/06/2023 ' ' 'Pass
| Enclosure | 16/06/2023 ‘ - ' Pass
'Environment | 16/06/2023 ' ' 'Pass
Socket 1 16/06/2023 ' ' Pass
' Switch | 16/06/2023 ' ' 'Pass
Voltage 1 16/06/2023 1230 v ' Information

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
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Detailed Latest Test Resulits

SEAWARD

Page 2
Tuesday, 20. June 2023 8:29

Test Status: All, Test Type: All i
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023
'FuseRating 1 16/06/2023 13 | Amp | Information o
Insulation Voltage 16/06/2023 1500 v Information '
' Insulation ' 16/06/2023 _-: 19.99 r'@hm _hl_:‘gss -
[OversitPass
'Asset ID: 005 ' Description: 4 way ext ' User: admin y "Est Instrument: Seaward Apolio 500 |
| 29H-0095 !
: Comments: 1 ¥ !
|
Test Type Date Result {Unit _ [status =
Plug 16/06/2023 Pass
Flex | 16/06/2023 |Pass -
Enclosure | 16/06/2023  Pass
'Environment 1 16/06/2023 | Pass
Socket 116/06/2023 'Pass
Switch 116/06/2023 T 'Pass -
Voltage | 16/06/2023 1230 v | Information
' F;use”haﬁng | 16/06/2023 13 ' Amp ' Information
|Earth Continuity 116/06/2023 10,07 "ohm Pass il
' Insulation Voltage | 16/06/2023 1500 v ' Information
\Insulation 1 16/06/2023 '>19.99 ' MOhm Pass ,
OveraltiPass
Asset ID: 006 ~ |Description: 4 wayext User: admin  Test Instrument: Seaward Apolio 500
| X 29H-0095 |
Comments: |
Test Type  Date ;'_Rosul-l  unit | Status |
Plug S 1 16/06/2023 ' | " Pass ]
Flex | 16/06/2023 | Pass
Enclosure | 16/06/2023 | Pass
' Environment ' 16/06/2023 | Eass )
'Socket 1 16/06/2023 'Pass
' Switch | 16/06/2023 'Pass
Voltage | 16/06/2023 1230 [v Information
'Fuse Rating | 16/06/2023 [13 | Amp | Information
'Earth Continuity | 16/06/2023 10.06 ‘ohm | Pass
Insulation Voﬁage | 16/06/2023 1500 v | Information
Insulation 16/06/2023 >19.99 'MOhm Pass :
| |Overalt:Pass
|AssetID: 007  Description: 4 way ext 7 User: admin TestInstrument: Seaward Apollo 500
| | 29H-0095
' Comments: 3 [ x> Rre !
Testfy; I ”:_Dahe_ Result l_Unﬂ _ls_;ﬁtus = — S ma| |
Plug 16/06/2023 Pass
'Flex | 16/06/2023 'Pass
'Enclosure | 16/06/2023 | Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

Tel: 01224861999 Email: service@johnmutch.com



Detailed Latest Test Results SEAWAR D Tuesday, 20. Jure 202P333?23

Test Status: All, Test Type: All e e
Person: All, Instrument: All
From: 06/06/2023 To: 20:‘06!2023

Environment 16/06/2023 [ [ Pass
Socket | 16/06/2023 ' ' 'Pass
Switch ' | 16/06/2023 ' ' Pass |
Klagge . | 16/06/2023 1230 v | Information
Fuse Rating 1 16/06/2023 13 'Amp " Information
Earlh_Co%un_y 1 16/06/2023 <0010 “ohm | Pass
' Insulatlon Voltage | 16/06/2023 1500 v = Information |
' Insulation 1 16/06/2023 '>19.99 ' MOhm 'Pass
overalkPass | | ]|
|AssetID: 008 | Description: lamp | User: admin | TestInstrument: Seaward Apolio 500
G e { 20H-0095 | :
' Comments: T S 5 1 |
. _
! ] o e B [REE T0
Test Type N N | Date Result rmt Status | |
| Plug 116/06/2023 | Pass
'Flex | 16/06/2023 ' N ' Pass
'Enclosure | 16/06/2023 | N ' ' Pass |
'Environment ] 116/06/2023 | = ' ~ |Pass I |
'Socket | 16/06/2023 ' ' Pass 1
' Switch 1 16/06/2023 | ' 'Pass
Voltage | 16/06/2023 1230 v ' Information |
'Fuse Rating 116/06/2023 13 "Amp ' Information )
'Earth Continuity - | 16/06/2023 101 'ohm | Pass |
Insulation Voltage 116/06/2023 1500 o v | Information
Insulation ' 16/06/2023 '>19.99 ' MOhm | Pass
Asset ID: 009 Description: lamp Y  User: admin | Testinstrument: Seawardzhpdbﬁfo
'29H-0095 (R 0 |
Comments; x T vty B F | |
|
kot |
o - ot S e RRRSRR SN 3 =i/
TestType Date Result [ unit Status R i !
Plug | 16/06/2023 | | Pass
Flex 1 16/06/2023 } ' 'Pass
|Enclosure | 16/06/2023 ’ e ‘ | Pass |
i Environment i %2023 1 | [ Pass
Socket | 16/06/2023 | ' 'Pass
' Switch | 16/06/2023 ' ' 'Pass
Voltage 116/06/2023 1230 v | Information |
'Fuse Rating | 16/06/2023 13 ' Amp ' Information
Earth Continuity | 16/06/2023 10.06 "ohm 'Pass
Insulation Voltage 1 16/06/2023 1500 Y Information
Insulation 16/06/2023 >19.99 ' MOhm Pass
Overali:Pass | | |
' Asset ID: 010 ' Description: bed User: admin ‘ TestInstrument: Seaward Apolio 500
| 29H-0095 {
Comments: ' o T TP e '

—_—

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
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Detailed Latest Test Results
Test Status: All, Test Type: All

Person: All, Instrument: All

From: 06.-’06!2023 To: 20/06/2023

WARD

TESTINC & MEASUDNY

F‘age 4
Tuesday, 20. June 2023 8:29

Test Type | Date 'Result " Unit '_iL'Status
Plug | 16/06/2023 ' [  Pass
Flex | 16/06/2023 Pass
|Enclosure | 16/06/2023 Pass
'Environment | 16/06/2023 Pass
'Socket | 16/06/2023 Pass
' Switch | 16/06/2023 'Pass
'Vollage | 16/06/2023 1230 v ' Information
'Fuse Rating | 16/06/2023 13 ' Amp ' Information
| Earth Continuity | 16/06/2023 10.06 ‘ohm | Pass
' Insulation Voltage 16/06/2023 1500 v ' Information
\Insulaton 1 16/06/2023 '>19.99 ' MOhm ' Pass o
' [ ey e
|AssetID: 011 | Description: plus net router | User: admin | TestInstrument: Seaward Apolio 500
' | { 29H-0095
rcomments.
I'mt Type ' Date Result [ Unit Status =
Plug - 16/06/2023 [ Pass =
Flex 1 16/06/2023 'Pass
Enclosure | 16/06/2023 Pass
'Environment | 16/06/2023 | Pass
Socket | 16/06/2023 Pass
Switch | 16/06/2023 |Pass
Voltage | 16/06/2023 1230 v  Information
Fuse Rating | 16/06/2023 [13 Amp ' Information
Earth Continuity 16/06/2023 007 ‘ohm 'Pass
Insulation Voltage | 16/06/2023 ‘ 500 v | Information
Insulation | 16/06/2023 '>19.99 ' MOhm 'Pass
| Asset ID: 012 | Description: router [ User: admin | TestInstrument: Seaward Apolio 500
| | 29H-0095
ibommenéf =y A
l
TestType 'Date 'Result Unit | Status == -
Pug | 16/06/2023 ' - Pass - -
Flex | 16/06/2023 'Pass
Enclosure [ 16/06/2023 [Pass
| Environment | 16/06/2023 |Pass
| Socket | 16/06/2023 ' Pass
Switch | 16/06/2023 Pass
Voltage | 16/06/2023 1230 v ' Information
Fuse Rating ' 16/06/2023 [13 ' Amp "Information
Earth Continuity | 16/06/2023 10.08 ‘ohm 'Pass
Insulation Voltage | 16/06/2023 1500 v Information
Insulation | 16/06/2023 '>19.99 ' MOhm | Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

Tel: 01224861999 Email: service@johnmutch.com



Detailed Latest Test Results

s E AWA R D Tuesday, 20. June 2(.‘!2F'3a ?22

Test Status: All, Test Type: Al e N s B
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023
Asset ID: 013 | Description: lamp | User: admin | Test Instrument: Seaward Apolio 500
b i At e
Comments: i
|
I
TeTye oate Reswt [ [swws i A
Plug 16/06/2023 Pass
Flex | 16/06/2023 Pass
'Enclosure ‘Wms ' Pass
'Environment | 16/06/2023 " Pass
'Socket 116/06/2023 ' Pass
' Switch | 16/06/2023 | Pass
: Voltage 1 16/06/2023 1230 v ' Information
"Fuse Raﬁng [ 16/06/2023 [13 ' Amp | Information
Earth Continuity | 16/06/2023 10.05 'ohm | Pass
'Insulation Voltage | 16/06/2023 500 v | Information
' Insulation | 16/06/2023 '>19.99 ' MOhm ' Pass _
Asset ID: 014 ‘ Description: tv ‘ User: admin ‘ Test Instrument: SmmdefT)ﬂ |
29H-0095 .
-C-o_r;\ments: - - ok oy < ‘
|
Test Type |Date (Resut Unit  [staws I 1 ‘
Plug 16/06/2023 Pass
Flex | 16/06/2023 | Pass
'Enclosure | 16/06/2023 | Pass
'Environment | 16/06/2023 | l Pass
'Socket 1 16/06/2023 | Pass
Switch | 16/06/2023 |Pass
Voltage | 16/06/2023 1230 v ' Information
Fuse Rating | 16/06/2023 : 13 ' Amp ' Information
Earth Contlnu|ty 1 16/06/2023 0.08 ‘ohm Pass
Insulation Voltage | 16/06/2023 1500 v ' Information
\Insulation 1 16/06/2023 '>19.99 ' MOhm Pass
| Asset ID: 015 ‘Descﬂption: lamp ‘User‘. admin | Testinstrument: Seaward Apolio 500 |
| | |29H-0005 il
ECommenls
|
i |
| |
[R5 o 'i_
Test Type Date 'Result B | Unit 4@3
Plug 1 16/06/2023 - Pass |
Flex | 16/06/2023 'Pass
Enclosure | 16/06/2023 'Pass
'Environment | 16/06/2023 'Pass
' Socket | 16/06/2023 | Pass
' Switch | 16/06/2023 'Pass
Voltage | 16/06/2023 1230 v ' Information
Fuse Rating | 16/06/2023 ' 13 - Amp ' Infmmahon

John Mutch Buildin,
Tel:

Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
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Detailed Latest Test Results

Test Status: All, Test Type: All
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023

Page 6
Tuesday, 20. June 20233g‘.29

'Earth Continuity 116/06/2023 10.04 ohm Pass
'ingj'la_tioTV_dl_lage | 16/06/2023 | 500 v | Information
Insulaton 116/06/2023 '>19.99 'MOhm ' Pass
| | s TR R
Asset ID: 016 | Description: dishwasher  User: admin | TestInstrument: Seaward Apollo 500 |
: | 29H-0095
Comments: = 4R S |
|
|
|
TestType ~ Date Result Unit | Status
Plug 16/06/2023 Pass
Flex | 16/06/2023 ' Pass
'Enclosure | 16/06/2023 'Pass
| Environment | 16/06/2023 'Pass
' Socket 1 16/06/2023 'Pass -
' Switch | 16/06/2023 'Pass
Voltage | 16/06/2023 1230 v Information
'Fuse Rating 16/06/2023 [13 | Amp Information LRI
' Insulation Voltage | 16/06/2023 1500 v ' Information
'I_m*.ulation B ' 16/06/2023 > 19.99 “l\_fldhm ' Pass
' [Overali:Pass
Asset ID: 017 | Description: the range cooker 'User: admin Test Instrument: Seaward Apolio 500 |
| 20H-0095
'Commsnts: B pes
‘Test Type I-I:_)a_te B | Result 5 ilPUnIt_ __E@ﬁs } =
Plug 16/06/2023 | Pass
Flex | 16/06/2023 Pass
'Enclosure | 16/06/2023 ' Pass
'Environment | 16/06/2023 'Pass
Socket | 16/06/2023 ' Pass
| Switch | 16/06/2023 | Pass
mg_e 16/06/2023 :230 v Information
Fuse Rating 16/06/2023 10 Amp Information
Insulation Voltage | 16/06/2023 1500 v ' Information
' Insulation | 16/06/2023 '>19.99 ' MOhm 'Pass
OveraltPass
:Ass;.tl_D 018 | Description: cooker hood | User: admin |Tesi|nsh’unent: Seaward Apdb_SE)D
| ! | 29H-0095
| Comments: o ot M AR VRS ARiade 'S TR L : X o
Test Type  pate Result | Unit Status
Plug 1 16/06/2023 ' “ 'Pass -
|Flex 16/06/2023 | Pass
Enclosure | 16/06/2023 Pass
| Environment | 16/06/2023 |Pass
' Socket 16/06/2023 'Pass

John Mutch Buildin

Tel: 01224861999 Email: service@johnmutch.com

Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB



Detailed Latest Test Results

Test Status: All, Test Type: All
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023

Page T
Tuesday, 20. June 2023 8:29

Switch 16/06/2023 'Pass
Voltage 1 16/06/2023 1230 v Information |
| Fuse Raﬁng | 16/06/2023 10 ‘ Amp | Information
\Insulation Voltage | 16/06/2023 1500 v Information
Insulation | 16/06/2023 |>19.99 | MOhm ' Pass
| Asset ID: 019 | Description: kettle o - |User:admin | TestInstrument: Seaward Apolio 500 |
; |29H-0095 '
iamrﬁ'e;nts: 3 z B A T ! ‘ i
i |
f
=5 ]
'! Test Type . Date "j_R;s;llt P —_Ur;it | Status
Plug 16/06/2023 [ | Pass 0 | [ |
'Flex [1 6/06/2023 |Pass
'Enclosure | 16/06/2023 Pass
'Environment | 16/06/2023 | Pass
| Socket | 16/06/2023 | Pass
| Switch | 16/06/2023 Pass
”{faége £ 6/06/2023 230 v Information
| Fuse Rating | 16/06/2023 E | Amp  Information
| Insulation Voltage | 16/06/2023 | 500 v | Information
Insulation | 16/06/2023 '>19.99 ' MOhm Pass |
i [OveraliPass | | |
| Asset ID: 020 | Description: toaster User: admin- | TestInstrument: Seaward Apolio 500
, | 29H-0095 1
|Comments: X 2 AR ' i
|
| |
| |
L — e s | I
Test Type C |Date ~~~~ |Resut =~ Unit St ' |
Plug 16/06/2023 Pass
' Flex | 16/06/2023 | Pass | |
'Enclosure 1 16/06/2023 'Pass
'Environment | 16/06/2023 Pass i
| Socket 116/06/2023 'Pass
' Switch ' 16/06/2023 - | |Pass
Voltage | 16/06/2023 1230 v ' Information |
| Fuse Rating | 16/06/2023 [3 | Amp [ Information
' Insulation Voltage | 16/06/2023 1500 v ' Information
'Insulation | 16/06/2023 '>19.99 ' MOhm Pass
' ' [oveal:Pass | ] |
Asset ID: 021 Description: blender | User: admin ‘ Test Instrument: Baawardi&polePO '
e e LAl SUNSAMI N £ S AT SIl Ll | 29H-0095 e
Comments: ‘ ‘
|
|
Test Type 1|‘Eat-a Result [ Unit Status Il | '
Plug 116/06/2023 | ' Pass [ [
Flex | 16/06/2023 ' Pass '
'Enclosure | 16/06/2023 Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

Tel: 01224861999 Email: service@johnmutch.com




Detailed Latest Test Results s E AWAR Tuesday, 20. June 202]:;33?23

Test Status: All, Test Type: All e
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023

Environment 16/06/2023 ' ' Pass
' Socket | 16/06/2023 ' ' | Pass
Switch | 16/06/2023 ' ' Pass
Voltage 1 16/06/2023 1230 v | Information
'Fuse-Raﬁ'hg ' 161064’2023 ' 3 ‘Amp ‘ Iﬁ%ormation B
Insulation Voltage 16/06/2023 1500 v | Information
Insulation 1 16/06/2023 '>19.99 " MOhm | Pass
[oemrmT 1 |
Asset ID: 022 = | Description: fridge freezer | User: admin | TestInstrument: Seaward Apollo 500 |
29H-0095
Comments: I B A T
Test Type Eagg_-_ i i [Resul'l = ] | Unit _’Slatl]s o
Plug 16/06/2023 Pass
Flex 1 16/06/2023 ' ' ~ Pass
'Enclosure  16/06/2023 ' ' |Pass
"Environment 1 16/06/2023 ' ' | Pass
Socket | 16/06/2023 ' ‘ 'Pass
Switch | 16/06/2023 ' ' ' Pass
Voltage ~ 16/06/2023 1230 v 'Information
Fuse Rating 116/06/2023 E Amp Information
' Insulation Voltage 116/06/2023 500 v 'Information
Insulation 1 16/06/2023 '>19.99 ' MOhm Pass
[P T T T
| Asset ID: 023 | Description: microwave T8 | User: admin | TestInstrument: Seaward Apollo 500
! | 29H-0095
: C-Ommas:__ = : = R )
TestType 'Date 'Result | unit ‘Status
Plug  16/06/2023 [ ' 'Pass Sem—
Flex | 16/06/2023 I - |Pass
Enclosure | 16/06/2023 ' ' | Pass
Environment 16/06/2023 ' [ | Pass
Socket | 16/06/2023 ' ' Pass
Switch | 16/06/2023 ' ' ' Pass
Voltage | 16/06/2023 1230 v ' Information -
Fuse Rating | 16/06/2023 13 ' Amp Information
Earth Continuity 1 16/06/2023 10.02 "ohm ' Pass
Insulation Voltage 16/06/2023 1500 v ' Information
Insulation 1 16/06/2023 >19.99 ' MOhm Pass
[oversitiPass |
Asset ID: 024 - Description:?ooﬁee machine |User: admin | TestInstrument: Seaward Apolio 500
29H-0095
Comments: e P IRt st Ery == L iR

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com



Detailed Latest Test Results

SEAWARD

Page 9
Tuesday, 20. June 2023 8:29

Test Status: All, Test Type: All il T e b
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023
Test Type Date  [Resut unit ‘Status 1
'Plug 16/06/2023 Pass
| Flex 116/06/2023 | Pass
| Enclosure i 16/06/2023 | Pass
Environment i16:‘06!2023_ i o ] - Pass il
Socket | 16/06/2023 'Pass
Switch 1 16/06/2023 'Pass .
Voltage 1 16/06/2023 230 Vv ' Information |
[ F'u_se Rating | 16/06/2023 13 Amp Information
' Earth Continuity | 16/06/2023 10.05 ‘ohm Pass M
Insulation Voltage 1 16/06/2023 1500 - v Information |
' Insulation | 16/06/2023 '>19.99 MOhm ' Pass
' [OvecaliPass [ | |
Asset ID: 025 Description: | User: admin ‘Testlnsrunent:' eaward Apolio 500 |
o | N [29H-0005 | A, [
Comments: ! |
|
e E L - Lo = |
Test Type | Date ] Result Unit | Status _ = N
Plug 16/06/2023 Pass
Flex | 16/06/2023 | Pass
'Enclosure 16/06/2023 | Pass
‘Environment 116/06/2023 = Pass |
'Socket | 16/06/2023 | Pass
Switch | 16/06/2023 'Pass
Voltage 1 16/06/2023 1230 v | Information |
Fuse Rating | 16/06/2023 3 ' Amp | Information I |
Insulation Voltage | 16/06/2023 1500 v ' Information
Insulatlon 1_5@2@ _'T5_19.99 ' MOhm |Pass |
| _
Asset ID: 026 | Description: george foreman ‘User: admin | Testinstrument: Smrdrpolb?t]
ist—t-ooss
Comments: |
|
|
||
TestType Date Result | Uni ‘Status )
Plug 16/06/2023 [ Pass
Flex 116/06/2023 i Pass
'Enclosure 116/06/2023 ' Pass
| Environment | 16/06/2023 Pass
| Socket | 16/06/2023 Pass
Switch - T 16/06/2023 - Pass
Voltage | 16/06/2023 1230 v  Information
Fuse Rating | 16/06/2023 E! ' Amp ' Information
Insulation Voltage 116/06/2023 1500 v ' Information
Insulation 116/06/2023 '>19.99 ' MOhm | Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

Tel: 01224861999 Email: service@johnmutch.com




Detailed Latest Test Results

Test Status: All, Test Type: All
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023

-

'Asset ID: 027 | Description: toaster
|

Comments: e, T
Test Type | Date Result
Plug - 16/06/2023 R
Flex 116/06/2023 1
Enclosure ' 16!06’2@3

Environment | 16/06/2023

Socket | 16/06/2023

Switch | 16/06/2023
'Voltage ~ 16/06/2023 1230
'Fuse Rating | 16/06/2023 3
Insulation Voltage | 16/06/2023 1500
nsulation | 16/06/2023 '>19.99
[ Asset ID: 028 J Descn?tlan: slow cooker
Corriments: =
Test Type __ :"[Tate ; iR;sﬂi!
Plug 16/06/2023

Flex | 16/06/2023

Enclosure 11 6/06/2023

Environment [1 6/06/2023

Socket ' 16/06/2023 o
Switch | 16/06/2023
'Voltage | 16/06/2023 1230
Fuseﬁaﬁng | 16/06/2023 3
Insulation Voltage | 16/06/2023 1500
Insulation | 16/06/2023 '>19.99
‘ Asset ID: 029 | Description: iron

|

iéommeﬁié_ iR

Test Type ‘Date E-'Resw
Plug | 16/06/2023

Flex | 16/06/2023

Enclosure 1 6!06.’2023

Environment | 16/06/2023

Socket | 16/06/2023
' Switch | 16/06/2023
Voltage 1 16/06/2023 1230
'Fuse Rating | 16/06/2023 E
Insulation Voltage | 16/06/2023 1500
Insulation | 16/06/2023 '>19.99

John Mutch Buildi

SEAWARD

FFCTRICAL Sa
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Page 10
Tuesday, 20. June 2023 8:29

‘User: admin  Test Instrument: Seaward Apdlo5m|
| 29H-0095
| Unit Status
Pass
| Pass
' Pass
Pass
| Pass
| Pass
v ' Information
‘ Amp | Information
v | Information o
| MOhm | Pass ——
[Overall-pass
User: admin | Testinstrument: Seaward Apollo 500
oo R Wit 29H-0095 ke ‘
_LUni_t ! Status
Pass
Pass
' Pass
Pass =
'Pass
Pass
v [ Information
- Amp ' Information
v ' Information
'MOhm Pass
OverallPass
| User: admin TestInstrument: Seaward Apolio 500
| | 29H-0095 i
Unit Status
- Pass -
Pass
' Pass
Pass
Pass
Pass
v | Information
' Amp Information
I \% ' Informahon
' MOhm "Pass

Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Telng1224861999 Email: service@johnmutch.com



Detailed Latest Test Results

Test Status: All, Test Type: All
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023

SEAWARD

ELFCTONCAL SAFFTY TESTING & MEASLIRING

Page 11
Tuesday, 20. June 2023 8:29

| Asset ID: 045 ' Description: heater | User: admin ‘TﬁllnstrummLSasward biﬂo
| | 20H-0005

'Comments: s e R ‘

! i

T A g 1 " o et b
| Test Type Date | Result Unit | Status | = |
Plug 16/06/2023 Pass

Flex - ~ 116/06/2023 Pass

Enclosure | 16/06/2023 i ' Pass

Enwronment e | 16/06/2023 | Pass I~
' Socket 16/06/2023 'Pass
'Switch 1 16/06/2023 | Pass
Voltage 16/06/2023 1230 ' v ' Information
| Fuse Rating | 16/06/2023 13 | Amp lInformaton
|Earth Continuity 16/06/2023 004 |ohm |Pass
| Insulation Voltage 16/06/2023 1500 |v | Information
| Insulation 1 16/06/2023 '>19.99 ' MOhm | Pass

Asset ID: 046 | Des cnption heater | User: admin v rTEﬂInstunerﬂ:iSeawaud?Apdlo 500

, 20H-0095

‘Comments: =T 5
A==t = —— e | |
Test Type ] Date Result Unit Status

| Plug 16/06/2023 Pass

'Flex ‘ 16/06/2023 'Pass

'Enclosure 116/06/2023 = 'Pass

jEn\ﬂronment ] 1éif)6:‘2€23 _ ' Pass

'Socket 116/06/2023 | Pass

' Switch 1 16/06/2023 'Pass

Voltage 1 16/06/2023 1230 K, ' Information

Fuse F Rating | 16/06/2023 (13 | .:\n;np | Information |

'Earth _C_ontlnwty | 16/06/2023 '<0.010 | ohm | Pass |

Insulation Voltage | 16/06/2023 1500 v  Information

Insulation | 16/06/2023 |>19.99 | MOhm Pass

| Asset ID: 047 ‘ Description: heater ‘ User: admin | Test |nstrument:baawardhl’\poﬂo5fo

29H-0095
Comments: D ) T EP ] X | i
|

Test Type Date Result | unit | Status N [
Pug | 16/06/2023 : i IT’a_ss_ | I
Flex 16/06/2023 Pass

'Enclosure 1 16/06/2023 | Pass

Environment | 16/06/2023 | Pass

Socket | 16/06/2023 ' Pass

Switch ' 16/06/2023 | Pass
' Vultage 1 16/06/2023 1230 v Information
Fuse Rating | 16/06/2023 _13 ' Amp Information

Tel:

1224861999 Email: service@johnmutch.com

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB




—

Detailed Latest Test Results

Test Status: All, Test Type: All
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023

SEAWARD

Al EA

FUFCTACAL SAFETY

TESTING & MEASURIN

Page 12
Tuesday, 20. June 2023 8:29

|Earth Continuity | 16/06/2023 [0.06 ‘ohm 'Pass
' Insulation Voltage | 16/06/2023 1500 v ' Information
| Insulation | 16/06/2023 >19.99 | MOhm | Pass o N .
_ i | Ma _
'Asset ID: 048 |Description: heater | User: admin Test Instrument: Seaward Apollo 500 |
! | 29H-0095
'Comments: [ = ' i3 m
Test Type ~ |pate  [Result [Unit ]_;t‘_;éatus el |
Plug 16/06/2023 Pass
Flex | 16/06/2023 | Pass
Enclosure | 16/06/2023 | Pass
Environment | 16/06/2023 'Pass
Socket | 16/06/2023 'Pass
Switch | 16/06/2023 : Pass
Voltage | 16/06/2023 1230 v | information -
Fuse Rating 1 16/06/2023 10 Amp ' Information
Insulation Voltage | 16/06/2023 /500 v  Information
Insulation 116/06/2023  >19.99 - [MOhm  Pass B
[Overatpae —— T T T
| Asset ID: 049 | Description: heater = User: admin | Test Instrument: Seaward Apollo 500 |
! 29H-0095
|Cnmments ¥ ol L TR 7 I T AR A
|
|
| § , . , -
Test Type Date | Result Unit | Status
Plug | 16/06/2023 ' ~ Pass —
Flex ' 16/06/2023 | Pass
'Enclosure | 16/06/2023 | Pass
Environment 1 16/06/2023 - 'Pass
' Socket | 16/06/2023 | Pass
Switch | 16/06/2023 | Pass
Voltage | 16/06/2023 1230 [v | Information
Fuse Rating | 16/06/2023 |10 | Amp | Information
Insulation Vol!age ' 16/06/2023 1500 [v ' Information
Insulation | 16/06/2023 '>19.99 ' MOhm 'Pass
K T
Asset ID: 050 | Description: heater My [ User: admin | Test Instrument: Seaward Apolio 500
Nt i _ e | 29H-0095
| Comments:
Test Type ‘Date  |Resut Unit  Status e
Plug 16/06/2023 Pass
Flex | 16/06/2023 ' Pass
Enclosure 16/06/2023 Pass
Environment 16/06/2023 | i’ass
Socket | 16/06/2023 |Pass

John Mutch Buildin
Tel: 01224861999 Email: service@johnmutch.com

Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
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Switch 16/06/2023 Pass
Voltage - 1 16/06/2023 1230 v Information
'Fuse Rating | 1'6f06f'20'2:'3 110 Amp ' Information
Insulation Voltage | 16/06/2023 1500 v ' Information
Insulation ' 16/06/2023 [>19.09 | MOhm Pass ]
(Overalt:Pass [ ] ]
Asset ID: 051 | Description: heater | User: admin ‘ Test Instrument: SeawardiApollo 500 |
! 29H-0095 | |
‘Comments: { N iF i i |
|
|
|
TestType | pate ~ Resut  Tunit Status | '_‘
Plug 16/06/2023 Pass '
[Flex el 1 16/06/2023 ' | Pass |
'Enclosure 16/06/2023 B Pass I
Enwronment | 16/06/2023 ' Pass
'Socket | 16/06/2023 B |Pass |
' Switch | 16/06/2023 | Pass I
-Voltage 16/06/2023 1230 v | Information i |
Fuse Rating | 16/06/2023 10 | Amp Information
Insulation Voltage | 16/06/2023 500 v ' Information
Insulation ~ 16/06/2023 '>19.99 S 'MOhm 'Pass
OveraliPass | | ]
Asset ID: 052 | Description: lamp e |User admin ' ‘T&stlnsn'mnmt Seaward{\polb 500
,J ? 29H-0095 ‘
_éornments: % 3 pans iy _ul
|
==—w = | |
Test Type ‘Date Result Unit Status ! |
' Plug - 16/06/2023 | ~ Pass i |
| Flex '1610612023 " o 'Pass |
'Enclosure 16/06/2023 ' ' Pass
Enwranment ‘ 16/06/2023 Pass
'Socket | 16/06/2023 ' Pass
' Switch | 16/06/2023 I |Pass |
Voltage 16/06/2023 1230 v ;'anfo_nﬂamn
Fuse Rating | 16/06/2023 10 Amp Information
Insulation Voltage 1 16/06/2023 1500 v Information
Insulation 116/06/2023 '>19.99 'MOhm 'Pass
OveraliPass | || ||
|
| Asset ID: 053 | Description: lamp 5 | User: admin 'T'es-t'ihgiﬁ.}ment:_s_;awﬂ WbSﬂO |
| | i T e L[5 Ci ‘?9'*43095 oy |
| Comments; | |
|
. | |
Test Type Date | Result  lunit ~ [status e = A
Plug 16/06/2023 Pass
Flex | 16/06/2023 'Pass
! Enclosure ‘ 16/06/2023 ' Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

Tel: 01224861999 Email: sanrice@]ohnrnulch com
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Environment 16/06/2023 Pass
| Socket | 16/06/2023 [Pass
Switch | 16/06/2023 - | Pass
Voltage | 16/06/2023 1230 Y | Information
'Fuse Rating 1 16/06/2023 13 | Amp | Information
'Insulation Voltage | 16/06/2023 500 v " Information
Insulation | 16/06/2023 '>10.99 ' MOhm Pass
[AssetID: 054 Description: toaster | User: admin | Test Instrument: Seaward Apolio 500 |
_ | | 29H-0095
Comments e e ' Rl ki Tt =i
|
|
- |
Test Type | Date 'Result © unit Status =
Plug | 16/06/2023 ' ‘ | Pass
Flex | 16/06/2023 ' Pass
Enclosure ' 16/06/2023 'Pass
Environment | 16/06/2023 _F-’as-s
Socket | 16/06/2023 ' Pass
Switch 1 16/06/2023 ' Pass .
Voltage 16/06/2023 1230 v | Information
Fuse Rating 1 16/06/2023 13 ' Amp ' Information
Earth Continuity 1 16/06/2023 007 ‘ohm Pass
Insulation _V_oEge | 16/06/2023 1500 v 'Information
Insulation | 16/06/2023 '>19.99 ' MOhm ' Pass
! [OverstiiPass
| Asset ID: 055 ' Description: coffee machine ‘_User. admin TestInstrument: Seaward Apollo 500 |
. | | 29H-0095
:Gumment;: - 3 P e
Test Type Date " Result TUnit | Status ey
Plug 116/06/2023 [ B -  Pass - .
'Flex 16/06/2023 Pass
| Enclosure 16/06/2023 Pass
| Environment | 16/06/2023 Pass
Socket | 16/06/2023 Pass
' Switch | 16/06/2023 ' Pass
Voltage 16/06/2023 1230 v | Information
' Fuse Rating [ 16/06/2023 13 Amp " Information
'Earth Continuity 116/06/2023 10.01 "ohm 'Pass
Insulation Voltage | 16/06/2023 1500 v ' Information
Insulation 1 16/06/2023 '>19.99 ' MOhm ' Pass
' Asset ID: 056  Description: pump transformer | User: admin Test Instrument: _"'SaawardApdm
| 29H-0095
I Comments: o TRE ~ R R S ([ o~ Sl b= . e F- 3

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com
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Test Status: All, Test Type: Al i
Person: All, Instrumen{ All
From: 06!06!2023 To: 20/06/2023

Test Type ~ |Date |Result Unit | Status
'Plug 16/06/2023 ' 'Pass
'Flex  16/06/2023 | ' Pass I
'Enclosure | 16/06/2023 I g - ' Pass )
| Environment 16/06/2023 | _ I | Pass - B |
' Socket 16/06/2023 ' —all ' Pass ]
' Switch N 116/06/2023 “ ' Pass |
Voltage 116/06/2023 1230 v ' Information
'Fuse Rating | 16/06/2023 13 Amp | Information
Earth Continuity 1 16/06/2023 10.03 "ohm | Pass
| Insulation Voltage | 16/06/2023 1500 v | Information
Insulation 16/06/2023 '>19.99 ' MOhm ' Pass
Overslibess | [ ]|
| Asset ID: 057 | Description: dishwasher | User: admin ‘ Test Instrument: Seaward Apolio 500 |
s § J° . | | 20H-0095 =) _'
| Comments:
|
ffest Type ' ja_te __— Result ) U_nit __: s_tétus_ _ F _jv =
Plug 16:‘06:"2023 Pass
Flex ' 16/06/2023 1 ' ' Pass
'Enclosure 116/06/2023 ’ ' |Pass
Emnronment iR 16!06;‘2023 ! - | Pass |
Socket 116/06/2023 ' | N 'Pass |
‘Switch ' 16/06/2023 7 '“ TPass
Voltage 16/06/2023 1230 I ' Information
Fuse Rahng 16:‘061’2023 10 | ;\mp - Information 1
' Insulation Voltage | 16/06/2023 1500 v ' Information
' Insulation | 16/06/2023 '>19.99 ' MOhm | Pass
| OveraltiPass | | |
Asset ID: 058 Description: red socket | User: admin | TestInstrument: Seaward Apolio
| 29H-0095 ( j
i Comments: J 4 3 T_ ‘ ‘
ks R ol o sl B e
Test Type |Date _ Result ~ lunit  [Status | 1
| Plug I 16/06/2023 | Pass
Flex 16/06/2023 ' ' Pass
Enclosure | 16/06/2023 ' ' | Pass
Enwronmen: [ 16/06/2023 | ' ' Pass
'Socket | 16/06/2023 ' | Pass
' Switch 16/06/2023 =B ' | Pass
Voltage ' 16/06/2023 1230 v ' Information |
Fuse Rating 1 16/06/2023 13 ' Amp ' Information
Earth Continuity | 16/06/2023 1<0.010 "ohm 'Pass
Insulation Voltage | 16/06/2023 1500 v Information
Insulation | 16/06/2023 '>19.99 ' MOhm Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com
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Asset ID: 059 ' Description: extension reel ' User: admin ~ | Testinstrument: Seaward Apolio 500
| 20H-0095
Comments: . T e ; 1 . E e 3
TestType | Date 'Resut Unit  Status s e
Plug 116/06/2023 ' ‘ 'Pass o B
Flex | 16/06/2023 ' '  Pass
Enclosure | 16/06/2023 . - | Pass
‘Environment | 16/06/2023 ' ' |Pass
' Socket | 16/06/2023 ' B ~ Pass
' Switch 1 16/06/2023 ' “ Pass
Voltage | 16/06/2023 1230 v  Information
| Fuse Rating | 16/06/2023 13 Amp | Information
Earth Continuity 1 16/06/2023 10,04 ‘ohm | Pass
Insulation Voiaae 1 16/06/2023 1500 v | Information
lInsulaton | 16/06/2023 1>19.99 | MOhm ' Pass
Asset ID: 061 | Description: fridge freezer . | User: admin | TestInstument: Seaward Apolio 500
| : 29H-0095 |
i_Cbmments: 3 " i AL ‘ - |
|
Test Type Date ~ |Result _ | Unit | status
Plug - 16/06/2023 ' ' | Pass o -
Flex | 16/06/2023 ' I | Pass
Enclosure | 16/06/2023 ' ' | Pass
'Environment | 16/06/2023 ' ' Pass
' Socket | 16/06/2023 ' ' 'Pass
' Switch | 16/06/2023 ' ' Pass
Voltage | 16/06/2023 1230 v | Information
|Fuse Rating | 16/06/2023 13 Amp ' Information
'Earth Continuity | 16/06/2023 10.01 - 'ohm 'Pass
Insulation Voltage | 16/06/2023 1500 v ' Information
| Insulation 16/06/2023 [>19.09 | MOhm |Pass
OweratiPess
Asset ID: 237 | Description: oven | User: admin ' Test Instrument: Seaward Apolio 500
29H-0095
‘Comments: il e R =t T T iRk
|
TestType Date ' " Result ~ Unit [ Status -
'Plug | 16/06/2023 ' 1 ' Pass
Flex 16/06/2023 ' ' ' Pass
'Enclosure 16/06/2023 ' [ 'Pass
Environment | 16/06/2023 ' ' Pass
Socket | 16/06/2023 ' ' | Pass
' Switch ' 16/06/2023 ' [ | Pass
| Voltage | 16/06/2023 1230 v Information
' Fuse Rating 16/06/2023 (13 Amp ' Information

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com
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’?ocation: office oY | R :J_ _.
Asset ID: 031 Description: washing machine User: admin Test Instrument; Seaward Apollo 500 |
20H-0005 ]
(_)Bn:amentS' R T =y I ; ]- s
| J |
. =
:"Te_sl_'i'ype— § ~  Date _ - __ o ﬁgﬂt __' "l —‘\'yﬂit | Status ____ ‘
| Plug 16/06/2023 ' Pass
' Flex | 16/06/2023 | . [ " Pass |
Enclosure | 16/06/2023 ] ‘ Pass
| Environment . 16/06/2023  Pass I
'Socket 116/06/2023 Pass
' Switch | 16/06/2023 'Pass |
Voltage 1 16/06/2023 1230 v ' Information 1
'Fuse Rating ~ 16/06/2023 '3 | Amp Information
Insulation Voltage 1 16/06/2023 1500 v ' Information
Insulation ) 16/06/2023 '>19.99 ' MOhm ‘Pass
(OveraltPass | | ]
|Asset ID; 032 e Eé_sm'pﬁon: doorbell |User: admin Test Instrument: Seaward Apolio 500
- _ . | 29H-0095 i 0
;Comments: ;‘
Test Type | | Date Result ~ |unit Status | [ ] i
Plug | 16/06/2023 Pass
' Flex | 16/06/2023 Pass I
I Enclosure [ 1_6!5é}2023 'Pass |
'Environment | 16/06/2023 ' Pass
Socket 1 16/06/2023 | Pass |
' Switch 116/06/2023 | Pass
' -Voﬁage | 16/06/2023 1230 v ' Information
Fuse Rating | 16/06/2023 |3 ;Amp | Information
' Insulation Voltage 1 16/06/2023 1500 v Information
Insulation 116/06/2023 1>19.99 ' MOhm Pass
£ = _
| Asset ID: 033 ' | Description: lamp User: admin | TestInstrument: Seaward Apolio 500 |
————— S —— e —————————ee e e e — 4'&9"('0%5 e s l__
lComments: |
|
-\
[t iy _ Bl S I . & g
TestType Date E Result e ~ |status o s
Plug 16/06/2023 ' Pass
Flex | 16/06/2023 Pass |
'Enclosure ‘ 16/06/2023 Pass
'Environment | 16/06/2023 'Pass
| Socket | 16/06/2023 'Pass
' Switch | 16/06/2023 Pass |
Voltage | 16/06/2023 1230 v  Information
' Fuse_ﬁaﬁng | 16/06/2023 13 ' Amp ' Information
Insulation Vbltage | 16/06/2023 1500 v | Information
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' Insulation 16/06/2023 >19.99 'MOhm | Pass
| [Ovrapess
| Asset ID: 034 | Description: hoover AT | User: admin | TestInstrument: Seaward Apollo 500 i
| - | 20H-0095 e P e |
F:zamm.;:' V. 9 2 |
|
Test Type  Date Result =  Unit | Status S
Plug 16/06/2023 Pass
Flex | 16/06/2023 'Pass
Enclosure | 16/06/2023 | Pass
'Environment ' 16/06/2023 - ' Pass
' Socket 1 16/06/2023 |Pass
' Switch | 16/06/2023 'Pass
Voltage 1 16/06/2023 1230 v | Information
'Fuse Rating | 16/06/2023 13 ' Amp ' Information -
[ Insulation \Foitage— | 16/06/2023 1500 v [ Information
' Insulation | 16/06/2023 '>19.99 ' MOhm Pass
| Asset ID: 035 Description: 4 wayext ‘ User: admin | Test Instrument: Seaward Apolio 500
. | 29H-0095
 Comments: < | =t - =i
Test Type | Date ‘Resut ~ |unit Status I =
Plug 1 16/06/2023 ] Pass .
' Flex | 16/06/2023 Pass
: Enclosure | 16/06/2023 'Pass
| Environment | 16/06/2023 |Pass
' Socket | 16/06/2023 'Pass
| Switch | 16/06/2023 'Pass
'Voltage 1 16/06/2023 1230 v  Information
Fuse Rating | 16/06/2023 13 ' Amp ' Information
Insulation Voltage | 16/06/2023 1500 v | Information
Insulation | 16/06/2023 [>19.99 ' MOhm | Pass
| Asset ID: 036 ' Description: 4 way ext | User: admin Test Instrument: Seaward Apolio 500
\ ! | 26H-0095
gm@{'""‘ _ ol A o _ !
[Test Type ~ |pate ' Result Unit | Status =
"Plug | 16/06/2023 I ' 'Pass - .
Flex 1 16/06/2023 'Pass
'Enclosure 1 16/06/2023 Pass
| Environment 16/06/2023 ' Pass
Socket 16/06/2023 'Pass
Switch 16/06/2023 Pass
Voltage 116/06/2023 1230 v  Information

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

Tel: 01224861999 Email: service@johnmutch.com
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Detailed Latest Test Results
Test Status: All, Test Type: All

Person: All, Instrument: All
From: 061'06!2023 To: 20!06:"2023

SEAWARD

ELECTINCAL SAFETY TESTING § MEASLIGWT,

16/06/2023

Fuse Rahng 13 Amp ' Information
Insulation Voltage | 16/06/2023 1500 v Information
' Insulation | 16/06/2023 '>19.99 'MOhm 'Pass .
OveralbPass | | |
Asset ID: 037 D@p_tlon lamp & | User: admin ¥ Test Instrument: Seawad%Apdbéw |
20H-0095
'Comments: el y S |
|
|
|
Test Type __@e Result - ]—Llnit_ Status | - i
Plug | 16/06/2023 | Pass
Flex 1 16/06/2023 | | Pass |
Enclosure IE 6/06/2023 Pass -
Envi ronment ‘ 16/06/2023 I . Pass
' Socket | 16/06/2023 Pass i
' Switch 1 16/06/2023 ‘Pass
Voltage 6106 16/06/2023 1230 v ' Information [ =1
'Fuse Rating 1 16/06/2023 [13 ' Amp | Information | |
Insulatmﬁ Voltage | 16/06/2023 500 - v Information
Insulation 1 16/06/2023 '>19.99 ' MOhm | Pass
(OverallPass | | |
Asset ID: 038 Description: lamp T X ‘ User: admin | TestInstrument: Seawarcl Apc!lo 500
| 29H-0095
'Comments: d = |
| |
Test Type Date Result | Unit  Status '
Plug 16/06/2023 Pass
Flex 116/06/2023 - 'Pass -
Encl osure 1 16/06/2023 ' Pass
'Environment 116/06/2023 | Pass 1
'Socket 116/06/2023 Pass |
' Switch 1 16/06/2023 ) 'Pass |
Voltage 116/06/2023 1230 v ' Information
Fuse Rating | 16/06/2023 113 ' Amp ' Information
Insulation Voltage | 16/06/2023 1500 Y, ' Information |
Insulatlon 16/06/2023 |>19.90 MOhm | Pass
_
'Asset ID: 039 | Description: 4 way ext E User: admin _rl';a:t Instrument: Seaward Apolio 500
.. 3 R L ¥ oy | 29H-0095 1]
| Comments:
Test Type | Date Result —[ Unit Status | [
Pug 16/06/2023 o R ~ Pass |
| Flex | 16/06/2023 | Pass
| Enclosure | 16/06/2023 ' Pass
| Environment ' 16/06/2023 |Pass
' Socket 16/06/2023 'Pass _
p OveraltPass | ] ||
John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB

Tel:
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Test Status: All, Test Type: All i e
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023
‘Switch 16/06/2023 ' ' 'Pass
Voltage 1 16/06/2023 1230 v ' Information
Fuse "Rating ' 16/06/2023 ' 3 ‘Amp \nformation
'Insulation Voltage ' 16106?2623 ' 500 v minformat'ion - -
Insulation | 16/06/2023 '>19.99 ' MOhm Pass
AssetID: 040 | Description: lamp S | User: admin N = | TestInstrument: Seaward Apollo 500
B = d L el W 1 29H-0095 |
| Comments: !
|
TestType 'Date Result Unit IStatus il
Plug 1 16/06/2023 - T Pass
Flex 1 16/06/2023 ' ' | Pass
Enclosure | 16/06/2023 ' [ | Pass
Environment | 16/06/2023 ' ' | Pass
Socket | 16/06/2023 [ ' ' Pass
“Switch | 16/06/2023 “ ' 'Pass ]
_V"dta_ge_ - | 16/06/2023 ‘230 2 ' Information -
Fuse Rating | 16/06/2023 ‘ 3 [ Amp | Information o
Insulation Voltage | 16/06/2023 1500 v ' Information
' Insulation ' 1 16/06/2023 1>19.99 ' MOhm |Pass
L T
| Asset ID: 041 | Description: lamp | User: admin Test Instrument: Seaward Apolio 500
| 29H-0095
| Comments: s e s RN Sy g
|
I:Fost Type 'Date |Result i [_lj;li_t ~ Status = —— e
Plug — 16/06/2023 i Pass
Flex 16/06/2023 ' ' Pass
Enclosure 16/06/2023 ' ' ' Pass
Environment ' 16/06/2023 - - | Pass
Socket | 16/06/2023 ' ' | Pass
' Switch | 16/06/2023 [ I | Pass
'Voluége ' 16/06/2023 1230 v | Information
'Fuse Rating | 16/06/2023 '3 Amp | Information
Insulation Voltage 116/06/2023 1500 v Information
Insulation | 16/06/2023 '>19.99 | MOhm 'Pass
| Asset ID: 042 Desa:iption: lamp  lUseradmin | Test Instrument: Seaward Apollo 500
| | 29H-0095
EComments._'- r L BT ¥ R = g G ;
Test Type ‘Date  Result ~ Unit | status B
Plug 16/06/2023 Pass
Flex | 16/06/2023 ' ' |Pass
'Enclosure | 16/06/2023 ' 'Pass

John Mutch Building Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com



 Detailed Latest Test Results SEAWARD Tusadty, 2. Jute 2035450

Test Status: All, Test Type: All e e
Person: All, Instrument: All
From: 06/06/2023 To: 20/06/2023

Environment 16/06/2023 ' 'Pass
Socket 1 16/06/2023 ' ' Pass
Switch |16/06/2023 ' ' Pass | B
Voltage 1 16/06/2023 1230 - v Information
' Fusé?aﬁng h 16/06/2023 (3 -Amp 'Information
Insulation Voltage 1 16/06/2023 1500 v  Information |
I|ﬂ§lﬁél_ion ‘1@625 '>19.99 ' MOhm 'Pass |
[OverabPoss 1 ]
Asset ID: 043 | Description: heater By - |User: admin = _"?estlnshunenl:ESeawar&;Apdbﬁmi
3 N e Ak 20H-0095 | __l__ﬂ
Comments: : |
i | ‘
|
_ L] |
Test Type ‘_Dats 3 Result p— Unit ~ Status 1 |
'Plug 16/06/2023 Pass
'Flex 1 16/06/2023 [ ' | Pass
'Enclosure ~ 116/06/2023 b ' :ﬁaéé
'Environment 116/06/2023 ' RS 'Pass o | |
'Socket 1 16/06/2023 ' ' | Pass
' Switch | 16/06/2023 [ - ' 'Pass
'Voltage 1 16/06/2023 1230 v Information 1
'Fuse Rating 1 16/06/2023 K Amp ~Information 1
Insulation Voltage | 16/06/2023 1500 v ' Information
Insulation | 16/06/2023 '>19.99 ' MOhm Pass
| [OveralbPess | | ]
| Asset ID: 044 Tscriptlbn: heater = ~ |User: admin Fést!nstwnenLSeawardApdbSDU |
' 29H-0095 ] g
_C_Oml'l'lﬁfltS:—__ . ~ = : ‘ EE! |
|
|
| .
Test Type ~ [pate Result o [unit Sms | [ ]
Plug | 16/06/2023 | Pass
Flex [16/06/2023 ' ) ‘ Pass
'Enclosure 116/06/2023 ' i i Pass
'Environment 1 16/06/2023 ' ' ' Pass
'Socket 1 16/06/2023 ' ' ' Pass 1
Switch 116/06/2023 ' '  Pass
Voltage | 16/06/2023 1230 v Information
- Fuse"Rating 1 ‘.I"E_iff}6f2023 ‘ 3 ' Amp | Information
Insulation Voltage 116/06/2023 1500 v ' Information
Insulation | 16/06/2023 '>19.99 ' MOhm 'Pass |
[OveraltPass | [ ||
Total Tests: 59 ul

John Mutch Bullding Services Ltd, 218 Holburn Street, Aberdeen, UK, AB10 6DB
Tel: 01224861999 Email: service@johnmutch.com







